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Introduction

This report presents the factory test data of the first Tecogen CHP unit (Serial # 200835),
equipped with a customized inverter (by Youtility) that is configured with the CERTS
microgrid control algorithm. Figure 1 presents a one-line diagram of the test set-up. The
unit generates power in a stand-alone mode (no grid-tie) and is connected to a load bank.
The output of the inverter is connected to the Delta side of a transformer in a 3-wire
configuration. The output of the transformer is wired to the load bank in a 4-wire
configuration with a 25-yard loop.

The inverter is also equipped with a Surge Module wired directly to the DC Bus. The
Surge Module is a battery powered energy storage device with a rating of 20 kW for 3
seconds. Its purpose is to assist the engine/inverter’s response to step loads. It is housed
separately in an adjacent cabinet (DC power wiring length:12.5 feet).

All testing was done with the inverters set to Power Control Mode.

25 yrd
loop
3 ?F 4 O\
Inverter Load
Surge Bank
Module
||
Engine &
Generator

Figure 1 Factory Test One-line Diagram



B.2. Step Load Evaluations with Surge Module — Variable Speed Operation

The following step loads were tested:

Actual Test
Test Plan Point Comments
i 0-30 kW 0-30 kW

ii. 0-60 kW 0 - 50 kW Engine stalls at a step load of 0 — 55 kW in
this variable speed mode. A 0 — 60 kW step
load can be achieved at fixed speed (see
section B.3). Minimum engine speed will be
raised in testing of Unit #2 to 1560 rpm (52
Hz) in order to achieve 0 — 60 kW in variable
speed mode with the surge module.

ii. | 15-45kwW 15-50 kW | A 15-50 increment was easier to implement
with the load bank.

iv. | 30-60kW 30-55kW | Aswas done in Phase 1 at Youtility, 55 kW
was done to ensure the frequency did not go
out of range if the load slightly exceeded 60
kW from the load bank.

V. 60 -0 kW 60 — 0 kW

Vi. 30 - 0 kW 30 -0 kW
Table 1: Test Point Summary — Step Loads with Surge Module/Variable Speed

For each step load point, an oscilloscope trace was captured that measured the power
output, frequency, voltage, and current. These measurements were taken on the
microgrid side (Y side) of the transformer. In each plot the data is formatted in the
following way:

Chl = Unit RMS Power Output;
0.0V = -15KW

0.5V = 0KW

1.5V = 30KW

2.5V = 60KW

Ch2 = Unit Operating Frequency;
60Hz --> 2.3V

59.5Hz --> 1.66V

60.5Hz --> 2.94V

Ch 3 — The graphical trace is Grid Voltage L-N, nominal 277 Volts. The displayed value
on right hand side is the measured frequency after the step load.

Channel 4

Ch4 = Unit Output Current; 1V = 100Amps



Also, the Step “Up” load points (i-iv.) were run two separate times so that additional data
on the system dynamics, with the surge module, could be captured. This oscillocope data
is formatted as follows:

Channel 1 = Engine RPM;

120 Hz (3600 rpm) per 3.3 volts

1 volt per division

Zero point is at black “1” marker on left-hand side of Figure
Nominal Minimum Speed =50 Hz (1500 rpm)

Channel 2 = Bus Voltage

Zero point is actually 500 volts and measures from black “I” marker on left-hand side of
Figure

100 volts per division

Nominal Voltage; 860 volts

Channel 3= AC Current ; 1 V =100 amps

Channel 4 = Surge Module Current
10 mV = 20 amps

10 mV per division

Nominal Current; 26 amps

The results of each test is organized in a table that defines the load setpoint (abbreviated
S.P) and the actual power output from the unit. The table also contains the microgrid
operating frequency before and after the transient event occurs (These frequency values
are obtained from the units software and not the oscilloscope measurement). Data
contained in column A defines the operating condition and the state of the microgrid
before the transient condition being tested occurs. Data contained in column B defines the
operating condition and the state of the microgrid after the transient condition being
tested has occurred.

Step Load Evaluation 1

1.Load Bank Start Load = 0 kW
2.Unit A CMD = 20 kW
3.Load Bank End Load = 30 kW

A B
Unit #1 (S.P/Actual) kW 20.0/0.0 kw 20.0/30.45 kKW
Frequency Hz 60.16 Hz 59.91 Hz

Table 2 Step Load Evaluation 1: 0— 30 kW (w/Surge Module)




0 — 30 KW Step Load —Surge Module- Variable Speed
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Figure 2 0-30 kW: Power, Frequency, Voltage, Current
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Figure 3 0 - 30 kW: Engine RPM, Bus Voltage, AC Current, Surge Module Current
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Step Load Evaluation 2

1. Load Bank Start Load = 0KW

2. Unit ACMD = 20KW

3. Load Bank End Load =60KW (Engine Stalled)
Load Bank End Load = 55 kW (Engine Stalled)
Load Bank End Load = 50 kW (Okay)

A B
Unit #1 (S.P/Actual) KW 20.0/0.0 kW 20.0/50.97 kW
Frequency Hz 60.16 Hz 59.75 Hz

Table 3 Step Load Evaluation 2: 0 - 60 kW (w/Surge Module)

O —50 kW Step Load —Surge Module- Variable Speed
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Figure 4 0-50 kW: Power, Frequency, Voltage, Current
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Figure 5 0-50 kW: Engine RPM, Bus Voltage, AC Current, Surge Module Current

0 — 55 KW Step Load —Surge Module- Variable Speed
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Figure 6 0—55 kW: Engine RPM, Bus Voltage, AC Current, Surge Module Current



Step Load Evaluation 3

1.Load Bank Start Load = 15 kW
2.Unit A CMD =20 kW

3.Load Bank End Load =50 kW (Changed from 45 kW because easier to
implement on Load Bank)

A B
Unit #1 (S.P/Actual) kW 20.0/0.0 kw 20.0/49.86 kW
Frequency Hz 60.16 Hz 59.75 Hz

Table 4 Step Load Evaluation 3: 15— 50 kW (w/Surge Module)

15 - 50 KW Step Load —Surge Module- Variable Speed
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Figure 7 15 —-50 kW: Power, Frequency, Voltage, Current



15 - 50 KW Step Load —Surge Module- Variable Speed
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Figure 8 15 -50 kW: Engine RPM, Bus Voltage, AC Current, Surge Module Current
iv. Step Load Evaluation 4
1.Load Bank Start Load = 30 kW
2.Unit A CMD = 20 kW
3.Load Bank End Load = 55 kW
A B
Unit #1 (S.P/Actual) KW 20.0/0.0 kW 20.0/55.5 kW
Frequency Hz 60.16 Hz 59.70 Hz

Table 5 Step Load Evaluation 4: (30 — 55 kW) (w/Surge Module)



30— 55 KW Step Load —Surge Module- Variable Speed
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Figure 9 30 - 55 kW Power, Frequency, Voltage, Current
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Figure 10 30 — 55 kW: Engine RPM, Bus Voltage, AC Current, Surge Module Current
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V. Step Load Evaluation 5

1.Load Bank Start Load = 60 kW
2.Unit A CMD = 20 kW
3.Load Bank End Load =0 kW

A B
Unit #1 (S.P/Actual) kW 20.0/60 kW 20.0/0 kw
Frequency Hz 59.67 Hz 60.6 Hz

Table 6 Step Load Evaluation 5: 60 — 0 kW (w/Surge Module)

60— 0 kW Step Load —Surge Module- Variable Speed
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Figure 11 60-0 kW: Power, Frequency, Voltage, Current
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vi.  Step Load Evaluation 6

1. Load Bank Start Load = 30 kW
2. Unit ACMD =20 kW
3. Load Bank End Load =0 kW

A B
Unit #1 (S.P/Actual) kW 20.0/30 kW Unit 20.0/0 kW
Frequency Hz 59.91 Hz 60.16 Hz

Table 7 Step Load Evaluation 6: 30 — 0 kW (w/Surge Module)
30- 0 kW Step Load —Surge Module- Variable Speed
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Figure 12 30 - 0 kW Power, Frequency, Voltage, Current
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B.3. Step Load Evaluations without Surge Module — Fixed Speed Operation

The CHP unit was tested with the surge module disabled. The results showed that the
dynamics of the engine/inverter could successfully handle a step load without the surge
module. However, the engine must operate at a fixed speed and there is a minimum
engine operating speed for each load step to prevent the engine from stalling. This
minimum speed was determined for each *“step-up” load.

The following table summarizes the test results. The minimum operational speed
required for the given step load is highlighted with a bold box.

Fixed Engine Speed — No Surge Module

Step Engine Engine Pass/Fail

Loads Speed [HZ] Speed [RPM]

0-30 65 1950 Pass
60 1800 Fail

0-60 72 2160 Pass
70 2100 Pass
68 2040 Fail

15-50 68 2040 Pass
66 1980 Pass
65 1950 Pass
64 1920 Pass
63 1890 Pass
62 1860 Pass
61 1830 Pass
60 1800 Fail

30-60 70 2100 Pass
68 2040 Pass
67 2010 Pass
66 1980 Pass
65 1950 Pass
64 1920 Pass
63 1890 Fail

Table 8 Test Point Summary — Step Loads without Surge Module/Fixed Speed
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i.) Step Load Evaluation 1

1.Load Bank Start Load = 0 kW
2.Unit A CMD = 20 kW
3.Load Bank End Load = 30 kW

Engine Speed: 1950 rpm (65 Hz)
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Figure 13 0-30 kW (Fixed Speed): Power, Frequency, Voltage, Current
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ii.) Step Load Evaluation 2

4. Load Bank Start Load = 0 kW
5. Unit A CMD =20 kW
6. Load Bank End Load =60 kW

Engine Speed: 2160 rpm (72 Hz)
Tek Single Seq 10.0k5/s
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-+ +.]
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Figure 14 0 - 60 kW (Fixed Speed — 2160 rpm) Power, Frequency, Voltage, Current
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Engine Speed: 2100 rpm (70 Hz)
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Figure 15 0 - 60 kW (Fixed Speed — 2100 rpm) Power, Frequency, Voltage, Current
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iii.)  Step Load Evaluation 3

1.Load Bank Start Load = 15 kW
2.Unit A CMD =20 kW

3.Load Bank End Load =50 kW (Changed from 45 kW because easier to
implement on Load Bank)

Tek Single Seq 10.0kS/s
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Figure 16 15— 45 kW (Fixed Speed) Power, Frequency, Voltage, Current
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iv.)  Step Load Evaluation 4

1.Load Bank Start Load = 30 kW
2.Unit A CMD = 20 kW
3.Load Bank End Load =60 kW

Engine Speed: 2100 rpm (70 Hz)

Tek Single Seq 10.0kS5/s
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Figure 17 30 - 60 kW (Fixed Speed) Power, Frequency, Voltage, Current
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Introduction

This report presents the factory test data of the first Tecogen CHP unit (Serial # 200836),
equipped with a customized inverter (by Youtility) that is configured with the CERTS
microgrid control algorithm. Figure 1 presents a one-line diagram of the test set-up. The
unit generates power in a stand-alone mode (no grid-tie) and is connected to a load bank.
The output of the inverter is connected to the Delta side of a transformer in a 3-wire
configuration. The output of the transformer is wired to the load bank in a 4-wire
configuration with a 25-yard loop.

The inverter is also equipped with a Surge Module wired directly to the DC Bus. The
Surge Module is a battery powered energy storage device with a rating of 20 kW for 3
seconds. Its purpose is to assist the engine/inverter’s response to step loads. It is housed
separately in an adjacent cabinet (DC power wiring length:12.5 feet).

All testing was done with the inverters set to Power Control Mode.

25 yrd
ANR § loop
3, - 4,/ N\
/ j /
Inverter Load
Surge Bank
Module
||
Engine &
Generator

Figure 18 Factory Test One-line Diagram
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B.2. Step Load Evaluations with Surge Module — Variable Speed Operation

In prior testing on Unit# 200835, it was determined that with a minimum speed setting of
1500 rpm (50 Hz), the system could not achieve the 0 — 60 kW step load. The objective
for testing this second unit was to raise the minimum engine speed in Variable Speed
mode to a level that would successfully accomplish the 0 — 60 kW step load. This would
then establish the lower speed limit for Variable Speed operation. This speed was
determined to be 1800 rpm (60 Hz). Therefore, all data was taken with the following
settings in the software:

Minimum Engine Speed: 60 Hz (1800 rpm)
Maximum Engine Speed: 72 Hz (2160 rpm)

The following step loads were tested :

Actual Test
Test Plan Point Comments
I. 0-30 kW 0-30 kW
ii. a 0-50 kW Done to ensure the frequency did not go out

of range if the load slightly exceeded 60 kW
from the load bank.

ii.b | 0-60kW 0 - 60 kW
iii. | 15-45kw | 15-50kW | Changed to 50 kW because easier to
implement on load bank

iv.a 30-55kW | Done to ensure the frequency did not go out
of range if the load slightly exceeded 60 kW
from the load bank.

iv.b | 30-60 kW | 30-60kwW
v.a | 60-0 kW 60 — 0 KW
v.b 55 -0 kW Done to ensure the frequency did not go out
of range if the load slightly exceeded 60 kW
from the load bank.

Vi. 30 - 0 kW 30 -0 kW
Table 9 Test Point Summary — Step Loads with Surge Module/Variable Speed

For each step load point, an oscilloscope trace was captured that measured the power
output, frequency, current, and voltage. These measurements were taken on the
microgrid side (Y side) of the transformer. In each plot the data is formatted in the
following way:

Chl = Unit RMS Power Output;
0.0V = -15KW

0.5V = 0KW

1.5V = 30KW

2.5V = 60KW
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Ch2 = Unit Operating Frequency;
60Hz --> 2.3V

59.5Hz --> 1.66V

60.5Hz --> 2.94V

Ch 3 -Grid Voltage L-N
Channel 4

Ch4 = Unit Output Current; 1V = 100Amps

Also, the Step “Up” load points (i-iv.) were run two separate times so that additional data
on the system dynamics, with the surge module, could be captured. This oscillocope data
is formatted as follows:

Channel 1 = Engine RPM;
Not Recorded

Channel 2 = Bus Voltage

Zero point is actually 500 volts and measures from black “I” marker on left-hand side of
Figure

100 volts per division

Nominal Voltage; 860 volts

Channel 3= AC Current ; 1 V =100 amps

Channel 4 = Surge Module Current

10 mV =10 amps (Need to verify with J. Wen of Youtility)
10 mV per division

Nominal Current; 26 amps

The results of each test is organized in a table that defines the load setpoint (abbreviated
S.P) and the actual power output from the unit. The table also contains the microgrid
operating frequency before and after the transient event occurs (These frequency values
are obtained from the units software and not the oscilloscope measurement). Also
recorded in the table is the engine speed before and after the transient. Data contained in
column A defines the operating condition and the state of the microgrid before the
transient condition being tested occurs. Data contained in column B defines the operating
condition and the state of the microgrid after the transient condition being tested has
occurred.
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I. Step Load Evaluation 1

4.Load Bank Start Load = 0 kW
5.Unit A CMD = 20 kW
6.Load Bank End Load = 30 kW

A B
Unit #1 (S.P/Actual) kW 20.0/0.0 kW 20.0/30.5 kW
Frequency Hz 60.16 Hz 59.91 Hz
Engine Speed (Hz/rpm) 60 /1800 60 / 1800

Table 10 Step Load Evaluation 1: 0— 30 kW (w/Surge Module)

i. 0—-30 KW Step Load —Surge Module- Variable Speed

Tek Prevu | [ 11—

LA

oM 220V
Vi 335V
AT 706ms
78.0ms

Ch1 RMS
1.53V

Ch2 RMS
2.153V

i Ch3 RMS
i 280V

Ch4 RMS
389mv

Chi[ 1.00V Ch2[ 1.00v M/ 100ms| Al Ch1 / SsomV
250 V Chd| 1.00V 13 Apr 2006

1720.40 % 08:28:33

Figure 19 0-30 kW: Power, Frequency, Voltage, Current
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Tek iR Single Seq 2.50kS/s
o S o

C3 RMS
37 1mv

C2 RMS5
568.3V

Ch3 1.00V

Chi—T00mvaG  CHo 100V W 400ms Ch3 7 320mV 13 Apr 2006

08:34:32

Figure 20 0 — 30 kW: Engine RPM, Bus Voltage, AC Current, Surge Module Current

Vi. Step Load Evaluation 2

7. Load Bank Start Load = OKW
8. Unit A CMD = 20KW
9. Load Bank End Load =60 kW

ii a. 0 — 50 kW (Additional test point done to ensure the frequency did not go out of range

if the load slightly exceeded 60 kW from the load bank)

A B
Unit #1 (S.P/Actual) kW 20.0/0.0 kW 20.0/50.9 kW
Frequency Hz 60.16 Hz 59.74 Hz
Engine Speed (Hz/rpm) 60/ 1800 67.7 /2031

Table 11 Step Load Evaluation 2a: 0 —50 kW (w/Surge Module)
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140 ¥V
373V

706ms
78.0ms

Ch1 RMS
2.23V

Ch2 RMS
1.91V
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278V

Ch4 RMS
638mV

Chi 1.00V |Ch2 1.00V M 100ms| A] Ch1 £ 960mv,
250 V Ch4] 1.00V 13 Apr 2006
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Figure 21 0-50 kW: Power, Frequency, Voltage, Current
Tek single Seq 2.50kS/s
[ *
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2#.: ...... T ...... ...... ...... .

ChT —100mva Ch2 1007 W 400ms Ch3 F  320MV 13 Apr 2006
Ch3 1.00V 08:36:07

Figure 22 0 -50 kW: Engine RPM, Bus Voltage, AC Current, Surge Module Current
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i b.0—60 kW

A B
Unit #1 (S.P/Actual) kW 20.0/0.0 kw 20.0/60.7 kW
Frequency Hz 60.16 Hz 59.18 Hz
Engine Speed (Hz/rpm) 60 / 1800 72.712181

Table 12 Step Load Evaluation 2b: 0 - 60 kW (w/Surge Module)

ii b. 0—60 KW Step Load —Surge Module- Variable Speed

43.0 ¥V
—240V

706ms
78.0ms

Ch1 RMS
255V

Ch2 RM5
1.66 V

Ch3 RMS
277V

. il M. I i . ji  Chd4 RMS
T - ! 758mv

Chi 1.00V |Ch2| 1.00vV M 100ms| A Chi 4 960mV|
250V Chd| 1.00V 13 Apr 2006

7 [20.40 % 08:33:18

Figure 23 0-60 kW: Power, Frequency, Voltage, Current
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Figure 24 0-60 kW: Engine RPM, Bus Voltage, AC Current, Surge Module Current

Vii. Step Load Evaluation 3

1.Load Bank Start Load = 15 kW

2.Unit A CMD =20 kW

3.Load Bank End Load =50 kW (Changed from 45 kW because easier to
implement on Load Bank)

A B
Unit #1 (S.P/Actual) KW 20.0/15.5 kW 20.0/50.9 kW
Frequency Hz 60.03 Hz 59.74 Hz
Engine Speed (Hz/rpm) 60 / 1800 67.7/ 2031

Table 13 Step Load Evaluation 3: 15— 50 kW (w/Surge Module)
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iii. 15-50 KW Step Load —Surge Module- Variable Speed
Tek Run | — | Trig?

10,0V
—-330V

706ms
78.0ms

2k ab

r Ch1 RMS
; 2.23Vv

i 1 Ch2 RMS
b 1.93V

Ch3 RMS
278 V

Ch4 RMS
634mv

Chi] 1.00V |Ch2 1.00v M 100ms| A Ch1 7 1.36V
250 V Ch4] 1.00V 13 Apr 2006

120.40 % 08:38:55

Figure 25 15— 50 kW: Power, Frequency, Voltage, Current

Tek Single Seq 2.50k5/s
[ *

C3 RMS
632my

C2 RM35
361.8V

24{ ...... T ...... ...... ...... .

ChT—100mve  Ch2 100V M 400ms Ch3 & 560MV 13 Apr 2006
ch3 1.00V 08:41:07

Figure 26 15— 50 kW: Engine RPM, Bus Voltage, AC Current, Surge Module Current
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viii. Step Load Evaluation 4

1.Load Bank Start Load = 30 kW
2.Unit A CMD =20 kW
3.Load Bank End Load = 60 kW

iv a. 30 — 55 kW (Additional test point done to ensure the frequency did not go out of
range if the load slightly exceeded 60 kW from the load bank)

A B
Unit #1 (S.P/Actual) KW 20.0/30.4 kW 20.0/55.8 kW
Frequency Hz 59.91 Hz 59.70 Hz
Engine Speed (Hz/rpm) 60 / 1800 70.1/ 2103

Table 14 Step Load Evaluation 4a: 30 - 55 kW (w/Surge Module)

iv.a 30— 55 KW Step Load —Surge Module- Variable Speed

Tek stop | — |

190 V
40.0 V

706ms
78.0ms

ak ok

Ch1 RMS
2.38YV

Ch2 RMS
1.79 V

T EU LR CELE L EEL B LEL L R E L
: : : : ' ! Ch3 RMS
! 277 V

T Chd RMS
L 692mVv

Chi 1.00V [Ch2| 1.00v M 100ms| A ch1 & 1.86V,
250V Chd| 1.00V¥ 13 Apr 2006

720.40 % 08:47:54

Figure 27 30 -55 kW: Power, Frequency, Voltage, Current
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Tek IR single Seq 2.[50k§f5:_

C3 RMS
693mVv

C2 RM5
861.6V

PV T S SR :_

~ W 400ms Ch3 F  700mMY 13 Apr 2006
08:50:08

Chi T00mvQ  Cho 1007
Ch3 1.00V

Figure 28 30 — 55 kW: Engine RPM, Bus Voltage, AC Current, Surge Module Current

iv b. 30 — 60 kW

A B
Unit #1 (S.P/Actual) KW 20.0/30.4 kW 20.0/60.7 kW
Frequency Hz 59.91 Hz 59.16 Hz
Engine Speed (Hz/rpm) 60 / 1800 72.5/ 2175

Table 15 Step Load Evaluation 4b: 30 — 60 kW (w/Surge Module)
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iv.b 30— 60 KW Step Load —Surge Module- Variable Speed

Tek Run | — | Trig?
e S e s s i s L L A 1 A s M B

. : . . . : AT 40.0mv

: . y @: 2.58V
' ' ' ' 1A 706ms
' : ; ' E : ; : ) 1 @: 78.0ms

B ]I Ch1 RMS
IRIER | | e 254w

Ch2 RM5

T O A Il ooy

Ch3 RMS
277V

Ch4 RMS
735my

.00V |Ch2| 1.00v M/ 100ms| A Chl 5 1.82V
Ch3 250V Ch4| 1.00V 13 Apr 2006

7 [20.40 % 09:03:31

Figure 29 30 -60 kW: Power, Frequency, Voltage, Current
Tek Run: 2.50KkS/s Hi Res [Trig? 0

1

C3 RMS
752my

br——

C2 RMS5
359.3V

TR WU SR I S :_

ChT —100mve Ch2 1007 M 400ms (1 S 13.2mV 13 Apr 2006
ch3 1.00v 090550

Figure 30 30— 60 kW: Engine RPM, Bus Voltage, AC Current, Surge Module Current
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IX. Step Load Evaluation 5
1.Load Bank Start Load = 60 kW
2.Unit A CMD = 20 kW
3.Load Bank End Load =0 kW
va.60-0kw
A B
Unit #1 (S.P/Actual) kW 20.0/60.7 kW 20.0/0 KW
Frequency Hz 59.16 Hz 60.16 Hz
Engine Speed (Hz/rpm) 72.5/ 2175 60/1800
Table 16 Step Load Evaluation 5a: 60 - 0 kW (w/Surge Module)
60— 0 kW Step Load —Surge Module- Variable Speed
Tek Run | - E i | Trig?
R AL 0.00 V
: ; i@ 540mv
WAL 706ms
;. 78.0ms
Ch1 RMS
533my
A Ch2 RMS
” “ : 251V
Ch3 RMS
280V
3>
Ch4 RMS
21.8mV
@] 1.00vV |Cha[ 1.00vV M 100ms A Chl % 1.82V
Ch3 250V Ch4| 1.00V 13 Apr 2006
20.40% 09:06:38

Figure 31 60— 0 kW: Power, Frequency, Voltage, Current

32




v b.55-0kW (Additional test point done to ensure the frequency did not go out of
range if the load slightly exceeded 60 kW from the load bank)

A B
Unit #1 (S.P/Actual) kW 20.0/55.8 kW 20.0/0 kw
Frequency Hz 59.70 Hz 60.16 Hz
Engine Speed (Hz/rpm) 70.1/ 2103 60/1800

Table 17 Step Load Evaluation 5b: 55 - 0 kW (w/Surge Module)

55— 0 kW Step Load —Surge Module- Variable Speed

TekRun |

=]
14
b [n]
19

aiAY 60.0mY
@ S530mYy

AT 706ms
- @: 78.0ms

Ch1 RMS
325mv

ll:: E Ch2 RMS
I ) ) ) i . . . . . 2.53 ¥

Ch3 RMS
279V

i Chd4 RMS
i 25.6mV

.00V |Ch2| 1.00v M/ 100ms| A Chl A 1.82V
Ch3 250V Ch4| 1.00V 13 Apr 2006

7 [20.40 % 09:07:57

Figure 32 55 -0 kW: Power, Frequency, Voltage, Current
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vi.  Step Load Evaluation 6

4. Load Bank Start Load = 30 kW

5. Unit A CMD = 20 kW

6. Load Bank End Load =0 kW

A B
Unit #1 (S.P/Actual) kW 20.0/30.4 kW Unit 20.0/0 kw
Frequency Hz 59.91 Hz 60.16 Hz
Engine Speed (Hz/rpm) 60/ 1800 60/1800
Table 18 Step Load Evaluation 6: 30 — 0 kW (w/Surge Module)
30— 0 kW Step Load —Surge Module- Variable Speed
Telk Run | - E Ti— Trig?
T AL 60.0mV
G 500my
WAL 706ms
@ 78.0ms
Ch1 RMS
331my
A Ch2 RMS
" 2.54 ¥
Ch3 RMS
279V
I cha rms
I I : 26.3mV
@] 1.00vV |Cha[ 1.00vV M 100ms A Chl % 1.12V
Ch3 250V Ch4| 1.00V 13 Apr 2006
20.40 % 09:09:52

Figure 33 30 - 0 kW: Power, Frequency, Voltage, Current
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B.3. Step Load Evaluations without Surge Module — Fixed Speed Operation

The CHP unit was tested with the surge module disabled. As with the first unit (Serial #
200835), the results confirmed that the dynamics of the engine/inverter allows the unit to
successfully handle a step load without the surge module. The engine was set at the fixed
speed required for the maximum load step of 0 — 60 kW (2160 rpm). Each step load
point was run to confirm Pass/Fail. Oscilloscope data was not recorded since, as
demonstrated in the testing of Unit #200835, if the unit “Passes”, the electrical output
signatures (Figure 1) are the same as in Variable Speed operation.

The following table summarizes the test results.

Fixed Engine Speed 2160 rpm
(72 Hz)
No Surge Module

Step Load Pass/Fail
i 0-30 kW Pass
ii.a 0 -50 kW Pass
ii.b 0-60 kW Pass
iii. 15 -50 kW Pass
iv. a 30 — 55 kW Pass
iv. b 30 — 60 kW Pass
V.a 60 — 0 kW Pass
v.b 55 -0 kW Pass
vi. 30 -0 kW Pass

Table 19 Test Point Summary — Step Loads without Surge Module/Fixed Speed
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Introduction

This report presents the factory test data of the third Tecogen CHP unit (Serial # 200837),
equipped with a customized inverter (by Youtility) that is configured with the CERTS
microgrid control algorithm. Figure 1 presents a one-line diagram of the test set-up. The
unit generates power in a stand-alone mode (no grid-tie) and is connected to a load bank.
The output of the inverter is connected to the Delta side of a transformer in a 3-wire
configuration. The output of the transformer is wired to the load bank in a 4-wire
configuration with a 25-yard loop.

The inverter is also equipped with a Surge Module wired directly to the DC Bus. The
Surge Module is a battery powered energy storage device with a rating of 20 kW for 3
seconds. Its purpose is to assist the engine/inverter’s response to step loads. It is housed
separately in an adjacent cabinet (DC power wiring length:12.5 feet).

All testing was done with the inverters set to Power Control Mode.

25 yrd
ANR § loop
3, - 4,0 N\
/ j /
Inverter Load
Surge Bank
Module
||
Engine &
Generator

Figure 34 Factory Test One-line Diagram
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B.2. Step Load Evaluations with Surge Module — VVariable Speed Operation

All data was taken with the following settings in the software:

Minimum Engine Speed: 60 Hz (1800 rpm)
Maximum Engine Speed: 72 Hz (2160 rpm)

The following step loads were tested :

Actual Test
Test Plan Point Comments
I. 0-30 kW 0-30 kW
ii. a 0 -50 kW Done to ensure the frequency did not go out
of range if the load slightly exceeded 60 kW
from the load bank.
ii.b | 0-60kW 0-60 kW
iii. | 15-45kw | 15-50kW | Changed to 50 kW because easier to
implement on load bank
iv.a 30-55kW | Done to ensure the frequency did not go out
of range if the load slightly exceeded 60 kW
from the load bank.
iv.b | 30-60 kW | 30-60kW
v.a | 60-0 kW 60 — 0 KW
v.b 55 -0 kW Done to ensure the frequency did not go out
of range if the load slightly exceeded 60 kW
from the load bank.
vi. | 30-0KkW 30 -0 kW

Table 20 Test Point Summary — Step Loads with Surge Module/Variable Speed

For each step load point, an oscilloscope trace was captured that measured the power
output, frequency, current, and voltage. These measurements were taken on the
microgrid side (Y side) of the transformer. In each plot the data is formatted in the

following way:

Chl1 = Unit RMS Power Output;

0.0V = -15KW
0.5V = 0KW

1.5V = 30KW
2.5V = 60KW

Ch2 = Unit Operating Frequency;

60Hz --> 2.3V
59.5Hz --> 1.66V
60.5Hz --> 2.94V
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Ch 3 -Grid Voltage L-N
Channel 4

Ch4 = Unit Output Current; 1V = 100Amps

Also, the Step “Up” load points (i-iv.) were run two separate times so that additional data
on the system dynamics, with the surge module, could be captured. This oscillocope data
is formatted as follows:

Channel 1 = Engine RPM;
Not Recorded

Channel 2 = Bus Voltage

Zero point is actually 500 volts and measures from black “I” marker on left-hand side of
figure

100 volts per division

Nominal Voltage; 860 volts

Channel 3= AC Current ; 1 V =100 amps

Channel 4 = Surge Module Current
10 mV = 10 amps

10 mV per division

Nominal Current; 26 amps

The results of each test is organized in a table that defines the load setpoint (abbreviated
S.P) and the actual power output from the unit. The table also contains the microgrid
operating frequency before and after the transient event occurs (These frequency values
are obtained from the units software and not the oscilloscope measurement). Also
recorded in the table is the engine speed before and after the transient. Data contained in
column A defines the operating condition and the state of the microgrid before the
transient condition being tested occurs. Data contained in column B defines the operating
condition and the state of the microgrid after the transient condition being tested has
occurred.
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i. Step L

oad Evaluation 1

4.Load Bank Start Load = 0 kW

5.

Unit A CMD = 20 kW

6.Load Bank End Load = 30 kW

A

B

Unit #1 (S.P/Actual) kW

20.0/0.0 kW

20.0/30.5 kKW

Frequency Hz

60.16 Hz

59.91 Hz

Engi

ne Speed (Hz/rpm)

60 / 1800

60 / 1800

Table 21 Step Load Evaluation 1: 0— 30 kW (w/Surge Module)

TeleRun |

i. 0—-30 KW Step Load —Surge Module- Variable Speed

B

ITEAE AT

PEOVER LALLM

IANEREEENERN

RN RN AR R RN

IRRNRRRRRNRRE RN

100V Jcha o0V

M100ms A Chl 7 1.12V

250V Chd4] 1.00V

25.20 %

Figure 35 0 -30 kW: Power, Frequency, Voltage, Current
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sl
==

Ch1 RMS
1.28V

9 May 2006
15:34:38




X.

Step Load Evaluation 2
10. Load Bank Start Load = OKW

11. Unit A CMD = 20KW

12. Load Bank End Load =60 kW

ii a. 0 — 50 kW (Additional test point done to ensure the frequency did not go out of range
if the load slightly exceeded 60 kW from the load bank)

Figure 36 0-50 kW: Power, Frequency, Voltage, Current

41

A B
Unit #1 (S.P/Actual) KW 20.0/0.0 kW 20.0/51.3 kW
Frequency Hz 60.16 Hz 59.73 Hz
Engine Speed (Hz/rpm) 60/ 1800 65.9 /1977
Table 22 Step Load Evaluation 2a: 0—50 kW (w/Surge Module)
iia. 0—50 kW Step Load —Surge Module- Variable Speed
Tek Run | E ] Trig?
e —— 1 a6y
: : : I T@: 3.28V
SORRATR f" Eessieons RSO
{ ............................. +
: : " f E chiRMS
pistn wass s ey (RTINS T ISR TR AR T N R 1.87 vV
L 5 |
ﬁ\ ...........................................................
S T00 v Cha 00V MT00ms A Chl F  1.12
Ch3| 250V Chd| 1.00V 9 May 2006
25.20% 15:36:07




Tek Run: 2.50kS/s

; W]Re% EEEE

EF T.00V
Ch3z 250V

Ch2 1.00V M 400ms Chd

Ch4 10.0mvQ

5 13.2mV g9 may 2006
15:38:21

Figure 37 0 -50 kW: Engine RPM, Bus Voltage, AC Current, Surge Module Current

iib. 0-60 kW
A B
Unit #1 (S.P/Actual) kW 20.0/0.0 kw 20.0/61.0 kW
Frequency Hz 60.16 Hz 59.16 Hz
Engine Speed (Hz/rpm) 60 / 1800 67.8 /2034

Table 23 Step Load Evaluation 2b: 0 - 60 kW (w/Surge Module)
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iib. 0—60 KW Step Load —Surge Module- Variable Speed

Tek Run |

B

ﬁ ] | Trig?

&l
ek
g —
[ R
sl
==

Ch1 RMS
212V

1.00V  |Ch2 1.00v M 100ms| A Ch1 # 1.12V
Ch3] 250V Chd4| 1.00V 9 May 2006
25.20 % 15:37:33

Figure 38 0-60 kW: Power, Frequency, Voltage, Current

Tek Run: 2.50k5/s Hi Res
e = e ] 0

_ . . . . T g
e j
T

: : : mw: 2.2725
| ‘p Ll “ |H H| |
. I I
2

| Y Adidbitiilill '

3::: .

EF T.00V Chz 1,00V M 400ms Cho F  13.2mV g May 2006
Ch3 250V Ch4 10.0mve 15:39:46

Figure 39 0-60 kW: Engine RPM, Bus Voltage, AC Current, Surge Module Current
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Xi.

Step Load Evaluation 3

1.Load Bank Start Load = 15 kW
2.Unit A CMD =20 kW
3.Load Bank End Load =50 kW (Changed from 45 kW because easier to
implement on Load Bank)

A B
Unit #1 (S.P/Actual) kW 20.0/15.5 kW 20.0/50.9 kW
Frequency Hz 60.03 Hz 59.74 Hz
Engine Speed (Hz/rpm) 60 / 1800 67.7/ 2031
Table 24 Step Load Evaluation 3: 15 - 50 kW (w/Surge Module)
HAT 10,0V
i@ —-330V
Y Al 706ms
1@ 78.0ms
Ch1 RMS
2.23V
Ch2 RM5
1.93V
Ch3 RMS
278V
, _ e, Ch4 RMS
| | 5 | 634my
Chi 1.00v |Ch2 1.00V M 100ms A Chl 4 1.36V
ik 250V Ch4| 1.00V 13 Apr 2006
20.40 % 08:38:55

Figure 40 15 -50 kW: Power, Frequency, Voltage, Current
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Xii.

Tek IR single Seq 2.[50k§f5:_

C3 EMS
632mv

C2 RM5
861.8V

1+

~ W 400ms Ch3 7 560MY 13 Apr 2006
08:41:07

Chi T00mvQ  Cho 1007
Ch3 1.00V

Figure 41 15-50 kW: Engine RPM, Bus Voltage, AC Current, Surge Module Current

Step Load Evaluation 4

1.Load Bank Start Load = 30 kW
2.Unit A CMD = 20 kW
3.Load Bank End Load = 60 kW

iv a. 30 — 55 kW (Additional test point done to ensure the frequency did not go out of
range if the load slightly exceeded 60 kW from the load bank)

A B
Unit #1 (S.P/Actual) KW 20.0/30.4 kW 20.0/55.8 kW
Frequency Hz 59.91 Hz 59.70 Hz
Engine Speed (Hz/rpm) 60 /1800 70.1/ 2103

Table 25 Step Load Evaluation 4a: 30 — 55 kW (w/Surge Module)
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iv.a 30— 55 KW Step Load —Surge Module- Variable Speed
Tek Stop | —T

ot

190V
40.0 V

706ms
78.0ms

Ch1 RMS
2.38V

Ch2 RMS
1.79V

Ch3 RMS
277 ¥

S L _ _ IR cha rMS
‘ | _ | | so2mv

Chil 00V ICha o0y M100ms Al Chi o 1.86 v|
250V [ch4[ 1.00V 13
20.40 % 08:

Figure 42 30 -55 kW: Power, Frequency, Voltage, Current

Apr 2006
47

Tek F{eiH Single Seq 2.50kS/s
[ E

C3 RM35
693mv

C2 RM5
861.6V

S LT S PR :_

Chi—T00mves Ch2 1007 W 400ms Ch3 7 700mV 13 Apr 2006
Ch3 1.00v 08:50:08
Figure 43 30 — 55 kW: Engine RPM, Bus Voltage, AC Current, Surge Module Current
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iv b. 30 — 60 kW

A B
Unit #1 (S.P/Actual) KW 20.0/30.4 kW 20.0/60.7 kW
Frequency Hz 59.91 Hz 59.16 Hz
Engine Speed (Hz/rpm) 60 / 1800 72.5/ 2175

Table 26 Step Load Evaluation 4b: 30 — 60 kW (w/Surge Module)

iv.b 30— 60 KW Step Load —Surge Module- Variable Speed

Tek Run | i 1 Trig?

T AL 40.0mY
: _ , @ 2.58V
it o s T A 706ms
: : : : ¥ : ; : : - @: 78.0ms

A EMAE B AR 1M1 1 cniRwms
AN IHEN IR | I 254y
i : il i i i Ch2 RMS
R TTTTT T T 70w
| ' WLk
1 ch3 RMS
1277V
U A Chd RMS
: 755mV
’ |: ; : : : : | : ; Vv
©f 1.00V Ch2 1.00v M 100ms| A Ch1 7 1.82V
Ch3[ 250v  |ch4] 1.00V 13 Apr 2006
W[20.40 % 09:03:31

Figure 44 30 — 60 kW: Power, Frequency, Voltage, Current
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Tek Run: 2.50KkS/s Hi Res [Trig?] 0

LA ]

I i"||' " 'H |-- ‘ '-" | - o C3 RMS
I” , : 1 752mv

b r——

C2 RMS
859.3V

e ) FF - oo PP A S i‘

ChT —100mve  Cha 1007 M 400ms 1 F 13.2mV 13 Apr 2006
ch3 1.00V 09:05:50

Figure 45 30 - 60 kW: Engine RPM, Bus Voltage, AC Current, Surge Module Current
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Xiil. Step Load Evaluation 5
1.Load Bank Start Load = 60 kW
2.Unit A CMD = 20 kW
3.Load Bank End Load =0 kW
va.60-0kw
A B
Unit #1 (S.P/Actual) kKW 20.0/60.7 kW 20.0/0 kW
Frequency Hz 59.16 Hz 60.16 Hz
Engine Speed (Hz/rpm) 72.5/ 2175 60/1800
Table 27 Step Load Evaluation 5a: 60 — 0 kW (w/Surge Module)
60— 0 KW Step Load —Surge Module- Variable Speed
Telk Run | - E Ti— Trig?
BRI (i wa T AL 0,00
: G 540my
WAL 706ms
1@ 78.0ms
Ch1 RMS
5333mVy
-] Ch2 RMS
” “ ' 2.51V
Ch3 RMS
280 ¥
E>
Ch4 RMS
21.8mvy
S T00V ICha 100V M 100ms| Al ¢h1 A 1.82V
Ch3 250V Ch4| 1.00V 13 Apr 2006
20.40 % 09:06:38

Figure 46 60— 0 kW: Power, Frequency, Voltage, Current
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v b.55-0kW (Additional test point done to ensure the frequency did not go out of
range if the load slightly exceeded 60 kW from the load bank)

A B
Unit #1 (S.P/Actual) kW 20.0/55.8 kW 20.0/0 kW
Frequency Hz 59.70 Hz 60.16 Hz
Engine Speed (Hz/rpm) 70.1/ 2103 60/1800

Table 28 Step Load Evaluation 5b: 55— 0 kW (w/Surge Module)

55— 0 kW Step Load —Surge Module- Variable Speed

TelcRun |

I=H
1<
:.

[ta]
L)

T4 AT B0.0mV
i@ 380mv

706ms
78.0ms

< a4

Ch1 RM5S
325mv

Ch2 RMS
2.53 V

Ch3 RMS
279V

TR R . Ilm  ch4 RMS
;;l | 1 25.6mv

O 1.00V  Ch2 1.00v M 100ms| A ch1 % 1.82V
Ch3 250V Ch4| 1.00V 13 Apr 2006

20.40 % 09:07:57

Figure 47 55— 0 kW: Power, Frequency, Voltage, Current
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vi.  Step Load Evaluation 6

7. Load Bank Start Load = 30 kW

8. Unit A CMD = 20 kW

9. Load Bank End Load =0 kW

A B
Unit #1 (S.P/Actual) kW 20.0/30.4 kW Unit 20.0/0 kw
Frequency Hz 59.91 Hz 60.16 Hz
Engine Speed (Hz/rpm) 60/ 1800 60/1800
Table 29 Step Load Evaluation 6: 30 — 0 kW (w/Surge Module)
30— 0 kW Step Load —Surge Module- Variable Speed
Telk Run | - E Ti— Trig?
T AL 60.0mV
@ 500my
WAL 706ms
@ 78.0ms
Ch1 RMS
331my
A Ch2 RMS
" 2.54 ¥
Ch3 RMS
279V
(3 It
I 1k cha rRMS
: 26.3mV
1.00V Ch2 1.00V M 100ms | A| Chl 1.12\-"|
Ch3] 250V Ch4| 1.00V 13 Apr 2006
20.40 % 09:09:52

Figure 48 30— 0 kW: Power, Frequency, Voltage, Current
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B.3. Step Load Evaluations without Surge Module — Fixed Speed Operation

The CHP unit was tested with the surge module disabled. As with the first unit (Serial #
200835), the results confirmed that the dynamics of the engine/inverter allows the unit to
successfully handle a step load without the surge module. The engine was set at the fixed
speed required for the maximum load step of 0 — 60 kW (2160 rpm). Each step load
point was run to confirm Pass/Fail. Oscilloscope data was not recorded since, as
demonstrated in the testing of Unit #200835, if the unit “Passes”, the electrical output
signatures (Figure 1) are the same as in Variable Speed operation.

The following table summarizes the test results.

Fixed Engine Speed 2160 rpm
(72 Hz)
No Surge Module

Step Load Pass/Fail
i 0-30 kW Pass
ii.a 0 -50 kW Pass
ii.b 0-60 kW Pass
iii. 15 -50 kW Pass
iv. a 30 — 55 kW Pass
iv. b 30 — 60 kW Pass
V.a 60 — 0 kW Pass
v.b 55 -0 kW Pass
vi. 30 -0 kW Pass

Table 30 Test Point Summary — Step Loads without Surge Module/Fixed Speed
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	Tecogen Factory Testing
	Unit Serial #200835

	 Introduction
	This report presents the factory test data of the first Tecogen CHP unit (Serial # 200835), equipped with a customized inverter (by Youtility) that is configured with the CERTS microgrid control algorithm. Figure 1 presents a one-line diagram of the test set-up.  The unit generates power in a stand-alone mode (no grid-tie) and is connected to a load bank. The output of the inverter is connected to the Delta side of a transformer in a 3-wire configuration.  The output of the transformer is wired to the load bank in a 4-wire configuration with a 25-yard loop.
	B.2.    Step Load Evaluations with Surge Module – Variable Speed Operation
	Also, the Step “Up” load points (i-iv.) were run two separate times so that additional data on the system dynamics, with the surge module, could be captured.  This oscillocope data is formatted as follows:
	Channel 1 = Engine RPM; 
	120 Hz (3600 rpm) per 3.3 volts
	Nominal Minimum Speed = 50 Hz  (1500 rpm)
	Channel 2 = Bus Voltage 
	Channel 3 = AC Current ; 1 V = 100 amps
	Channel 4 = Surge Module Current 
	0 – 30 KW Step Load –Surge Module- Variable Speed


	3. Load Bank  End Load =60KW (Engine Stalled)
	O – 50 kW Step Load –Surge Module- Variable Speed
	0 – 55 KW Step Load –Surge Module- Variable Speed
	Engine Stalled
	15 – 50 KW Step Load –Surge Module- Variable Speed
	15 – 50 KW Step Load –Surge Module- Variable Speed
	30– 55 KW Step Load –Surge Module- Variable Speed
	60– 0 kW Step Load –Surge Module- Variable Speed
	30– 0 kW Step Load –Surge Module- Variable Speed

	B.3.    Step Load Evaluations without Surge Module – Fixed Speed Operation
	6. Load Bank  End Load =60 kW 
	Tecogen Factory Testing
	Unit Serial #200836

	Introduction
	This report presents the factory test data of the first Tecogen CHP unit (Serial # 200836), equipped with a customized inverter (by Youtility) that is configured with the CERTS microgrid control algorithm. Figure 1 presents a one-line diagram of the test set-up.  The unit generates power in a stand-alone mode (no grid-tie) and is connected to a load bank. The output of the inverter is connected to the Delta side of a transformer in a 3-wire configuration.  The output of the transformer is wired to the load bank in a 4-wire configuration with a 25-yard loop.
	B.2.    Step Load Evaluations with Surge Module – Variable Speed Operation
	Also, the Step “Up” load points (i-iv.) were run two separate times so that additional data on the system dynamics, with the surge module, could be captured.  This oscillocope data is formatted as follows:
	Channel 1 = Engine RPM; 
	Not Recorded
	Channel 2 = Bus Voltage 
	Channel 3 = AC Current ; 1 V = 100 amps
	Channel 4 = Surge Module Current 

	i.  Step Load Evaluation 1
	i.  0 – 30 KW Step Load –Surge Module- Variable Speed

	9. Load Bank  End Load =60 kW 
	iia.  0 – 50 kW Step Load –Surge Module- Variable Speed
	ii b.  0 – 60 KW Step Load –Surge Module- Variable Speed
	iii.  15 – 50 KW Step Load –Surge Module- Variable Speed
	iv.a  30– 55 KW Step Load –Surge Module- Variable Speed
	iv.b  30– 60 KW Step Load –Surge Module- Variable Speed
	60– 0 kW Step Load –Surge Module- Variable Speed
	55– 0 kW Step Load –Surge Module- Variable Speed
	vi.      Step Load Evaluation 6 
	30– 0 kW Step Load –Surge Module- Variable Speed


	B.3.    Step Load Evaluations without Surge Module – Fixed Speed Operation
	Pass

	Tecogen Factory Testing
	Unit Serial #200837

	Introduction
	This report presents the factory test data of the third Tecogen CHP unit (Serial # 200837), equipped with a customized inverter (by Youtility) that is configured with the CERTS microgrid control algorithm. Figure 1 presents a one-line diagram of the test set-up.  The unit generates power in a stand-alone mode (no grid-tie) and is connected to a load bank. The output of the inverter is connected to the Delta side of a transformer in a 3-wire configuration.  The output of the transformer is wired to the load bank in a 4-wire configuration with a 25-yard loop.
	B.2.    Step Load Evaluations with Surge Module – Variable Speed Operation
	Also, the Step “Up” load points (i-iv.) were run two separate times so that additional data on the system dynamics, with the surge module, could be captured.  This oscillocope data is formatted as follows:
	Channel 1 = Engine RPM; 
	Not Recorded
	Channel 2 = Bus Voltage 
	Channel 3 = AC Current ; 1 V = 100 amps
	Channel 4 = Surge Module Current 

	i.  Step Load Evaluation 1
	i.  0 – 30 KW Step Load –Surge Module- Variable Speed

	12. Load Bank  End Load =60 kW 
	iia.  0 – 50 kW Step Load –Surge Module- Variable Speed
	ii b.  0 – 60 KW Step Load –Surge Module- Variable Speed
	iii.  15 – 50 KW Step Load –Surge Module- Variable Speed
	iv.a  30– 55 KW Step Load –Surge Module- Variable Speed
	iv.b  30– 60 KW Step Load –Surge Module- Variable Speed
	60– 0 kW Step Load –Surge Module- Variable Speed
	55– 0 kW Step Load –Surge Module- Variable Speed
	vi.      Step Load Evaluation 6 
	30– 0 kW Step Load –Surge Module- Variable Speed


	B.3.    Step Load Evaluations without Surge Module – Fixed Speed Operation
	Pass


